From: I

To: Eleming. Sheila; || i Eiliooini. Mark

Cc:

Subject: RE: FW: Lifting the warning about tap water in Park Place
Date: Monday, May 12, 2014 7:42:56 AM

Glad to see us celebrating National Drinking Water Week in style:
http://water.epa.gov/drink/drinkingwaterweek
Here’s some old, but useful info about how, where, & when to sample:

http://www.epa.gov/ogwdw/lcrmr/pdfs/guidance lcmr_sampling nursery _day care.pdf
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U.S. Environmental Protection Agency, Region 10
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1200 Sixth Avenue, Suite 900

Mail Stop: OEA-095

Seattle, Washington 98101-3140

Tele 206/553

Facs 206/553-0119

(QICIOXON @epa.gov

From: Sheila Fleming [mailto (QXGIOXGN @gmail.com]
Sent: Saturday, May 10, 2014 1:20 PM

To: [OQIOKC)
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Subject: Re: FW: Lifting the warning about tap water in Park Place

joyce asked mark filippini to be the lead in oea. i think mark got to actually see the data on
friday but i haven't talked to him since then. mark had already mentioned that he thought the
detection over the mcl was a sample from a water dispenser in an older fridge. we can try to
get more info from mark on monday. as far as i know there is no plan to sample on any of the
old floors, just post-reno.

Sheila
On May 10, 2014 12:26 PM, "Wraoble, Julie" <Wroble.Julie@epa.gov> wrote:



Does anyone want multiple rounds of sampling? 1’d be happy to look at the data — did this
for a few schools a few years back. Has anyone yet offered our services to Ed Chu?

From: Chu, Ed

Sent: Friday, May 09, 2014 5:54 PM

Subject: Lifting the warning about tap water in Park Place
Importance: High

We spent today with GSA and the Park Place building management to review their drinking
water sampling plan/protocol and sampling results from floors 16, 17, 20, and 21. Based on
our review today, | am pleased to report that we identified only one location that exceeds
the action level for lead, the 16th floor employee lounge. To eliminate exposure at that
location, the building management closed off the water supply to the affected refrigerator
and sink until we can determine the source of the problem. We have asked for further
testing of 16th floor drinking water sources and the building management agreed to conduct
the testing next Tuesday. We have asked for further testing on the 1st floor in advance of
our occupancy. The building management is also conducting additional tests in the fitness
center.

Test results show no elevated lead level above the action level on floors 17, 20, and 21.
GSA drinking water tests conducted over the last three years at the Green Tree day care
centers also show no elevated lead level above the action level. Although we do not have
any information about our other floors in Park Place, based on the results from floors 17,
20, and 21 and the Green Tree day care center, we do not expect tap water in the building to
exceed the action level.

Nevertheless, we continue to take this matter very seriously so we plan to conduct our own
testing in our space in the coming weeks. We will share all results with you.

If you have any questions, please contact Mary Kay Voytilla or Mark Filippini.

Edward H. Chu

Assistant Regional Administrator
Environmental Protection Agency
Pacific Northwest and Alaska Region





